Connecticut Department of Public Health Drinking Water Section
Water Quality Monitoring and Compliance Schedule

PWS ID PWS Name Classification | Population | Owner Type| Primary Source
CT0080044 667-687 AMITY ROAD NC 25 P GW

Local Address (where applicable) Service ‘Residential ‘Commercial‘ Industrial ‘ Combined ’Agricultural
667-687 AMITY ROAD Connections 1

Towns Served: BETHANY

Water System Facility: DISTRIBUTION SYSTEM (WSF ID: 00600)

Total Coliform (3100) 1 routine (RT) per quarter
Sampling Point (Sampling Point ID) Monitoring Period  Collection Period Compliance Status
Select from Inventory of Active Sampling Points 10/1/18 - 12/31/18 N o Complete ;

1/1/19-3/31/19 Complete

4/1/19 - 6/30/19

7/1/19-9/30/19

Physical Parameters (PPS) 1 routine (RT) per quarter
Sampling Point (Sampling Point ID) Monitoring Period  Collection Period Compliance Status
Select from Inventory of Active Sampling Points 10/1/18-12/31/18 Complete

1/1/19-3/31/19 ~ Complete

4/1/19 - 6/30/19
7/1/19 - 9/30/19

Water System Facility: ENTRY POINT (WSF ID: 00700)

Nitrate And Nitrite (NOX) 1 routine (RT) per year
Sampling Point (Sampling Point ID) Monitoring Period  Collection Period Compliance Status
ENTRY POINT (3) 1/1/18 - 12/31/18 Complete

1/1/19-12/31/19 Complete

1/1/20-12/31/20

Water Total Lead and
System Water System Facility Sampling Point Sampling Point Coliform Copper Stage
Facility ID ID Description Status Rule  Rule Tier Asbestos WQP 2 DBPR
00600 DISTRIBUTION SYSTEM 4 DISTRIBUTION SYSTEM A Y
00700 ENTRY POINT 3 ENTRY POINT A
20150 WELL 2 WELL A

Name Organization Job Title
Mr. Matt Micros
Mailing Address Line One Mailing Address Line Two City State Zip Code
242 Whippoorwill Lane Stratford CcT 06614
Business Phone Extension Fax Mobile Phone Emergency Phone |Email Address
203-650-4963 mattmicros@aol.com

Contact Role(s): Administrative Contact, Legal Contact, Owner

Please note the following:
1. The residual disinfectant concentration must be measured at the same location and time as each total coliform sample.
2. If a Collection Period is specified, all water quality samples must be collected during the specified period.

3. Depending on results, additional monitoring may be required (i.e. repeat or confirmation samples). This schedule is subject to change, and any related
correspondence sent by the DWS on or after the generation date of this schedule will have precedence over what is contained in this schedule.
If you have any questions, please contact the Drinking Water Section at (860) 509-7333.

http://www.ct.gov/dph/publicdrinkingwater

End of schedule

NOTE: This information has been provided to help owners and operators of public water systems maintain compliance with drinking water quality monitoring requirements.
Any inaccuracies contained herein will not relieve the owner or operator of the requirement to maintain compliance with the applicable regulations.
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Connecticut Department of Public Health Drinking Water Section
Water Quality Monitoring and Compliance Schedule

PWS ID PWS Name Classification |Population |Owner Type|Primary Source
CT0080084 BILLY'S ICE CREAM & MARKETPLACE NC 25 P GW

Local Address (where applicable) Service Residential ‘Commercial ‘ Industrial ‘ Combined ’Agricultural
742 AMITY ROAD Connections 1

Towns Served: BETHANY

Water System Facility: DISTRIBUTION SYSTEM (WSF ID: 00600)

Total Coliform (3100) 1 routine (RT) per quarter
Sampling Point (Sampling Point ID) Monitoring Period  Collection Period Compliance Status
Select from Inventory of Active Sampling Points 10/1/18 - 12/31/18

1/1/19 - 3/31/19
4/1/19 - 6/30/19
7/1/19-9/30/19

Physical Parameters (PPS) 1 routine (RT) per quarter
Sampling Point (Sampling Point ID) Monitoring Period  Collection Period Compliance Status
Select from Inventory of Active Sampling Points 10/1/18 - 12/31/18

1/1/19 - 3/31/19
4/1/19 - 6/30/19
7/1/19 - 9/30/19

Water System Facility: ENTRY POINT (WSF ID: 00700)

Nitrate And Nitrite (NOX) 1 routine (RT) per year
Sampling Point (Sampling Point ID) Monitoring Period  Collection Period Compliance Status
ENTRY POINT (3) 1/1/18 - 12/31/18 Complete

1/1/19-12/31/19
1/1/20-12/31/20

Compliance Schedule Activity Due Date Achieved Date
RESPOND TO SANITARY SURVEY 7/13/2016
Compliance Notice Public Notification PN Certification
Violation/Situation Period Tier Required  Performed | Due to DPH  Received
Total Coliform M&R Violation 7/1/18 -9/30/18 3 11/13/2019 11/23/2019
Physical Parameters M&R Violation 7/1/18 - 9/30/18 3 11/20/2019 11/30/2019
Physical Parameters M&R Violation 10/1/18-12/31/18 3 3/5/2020 3/15/2020
Total Coliform M&R Violation 10/1/18 - 12/31/18 3 3/5/2020 3/15/2020
Water Total Lead and
System Water System Facility Sampling Point Sampling Point Coliform Copper Stage
Facility ID ID Description Status Rule  Rule Tier Asbestos WQP 2 DBPR
00600 DISTRIBUTION SYSTEM 4 DISTRIBUTION SYSTEM A Y
DOWNSTREAM WITHIN 5 SERVICE CON A
UPSTREAM  WITHIN 5 SERVICE CON A
00700 ENTRY POINT 3 ENTRY POINT A
20154 WELL 2 WELL A

NOTE: This information has been provided to help owners and operators of public water systems maintain compliance with drinking water quality monitoring requirements.
Any inaccuracies contained herein will not relieve the owner or operator of the requirement to maintain compliance with the applicable regulations.
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Connecticut Department of Public Health Drinking Water Section
Water Quality Monitoring and Compliance Schedule

PWS ID PWS Name Classification | Population | Owner Type| Primary Source
CT0080084 BILLY'S ICE CREAM & MARKETPLACE NC 25 P GW

Local Address (where applicable) Service ‘ Residential ‘Commercial‘ Industrial ‘ Combined | Agricultural
742 AMITY ROAD Connections 1

Towns Served: BETHANY

Name
Ms. Kathleen Barone

Organization
742 Amity Road LLC

Job Title

Mailing Address Line One Mailing Address Line Two

731 Amity Road

City

Bethany

State Zip Code
CT 06524

Business Phone Extension Fax
203-824-1494

Mobile Phone Emergency Phone |Email Address

kathleen.barone@honeywell.com

Contact Role(s): Administrative Contact, Legal Contact, Owner

Please note the following:

1. The residual disinfectant concentration must be measured at the same location and time as each total coliform sample.

2. If a Collection Period is specified, all water quality samples must be collected during the specified period.

3. Depending on results, additional monitoring may be required (i.e. repeat or confirmation samples). This schedule is subject to change, and any related
correspondence sent by the DWS on or after the generation date of this schedule will have precedence over what is contained in this schedule.

If you have any questions, please contact the Drinking Water Section at (860) 509-7333.

http://www.ct.qov/dph/publicdrinkingwater

End of schedule

NOTE: This information has been provided to help owners and operators of public water systems maintain compliance with drinking water quality monitoring requirements.
Any inaccuracies contained herein will not relieve the owner or operator of the requirement to maintain compliance with the applicable regulations.

Schedule Generation Date: 4/11/2019
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Connecticut Department of Public Health Drinking Water Section
Water Quality Monitoring and Compliance Schedule

PWS ID PWS Name Classification | Population | Owner Type| Primary Source
CT0080094 FIRST CHURCH OF CHRIST CONGREGATIONAL NC 25 P GW

Local Address (where applicable) Service Residential ‘Commercial ‘ Industrial ‘ Combined ’ Agricultural
511 AMITY ROAD Connections 1

Towns Served: BETHANY

Water System Facility: DISTRIBUTION SYSTEM (WSF ID: 00600)

Total Coliform (3100)
Sampling Point (Sampling Point ID)

Monitoring Period

Select from Inventory of Active Sampling Points

10/1/18 - 12/31/18

1 routine (RT) per quarter
Collection Period  Compliance Status
Complete

1/1/19 - 3/31/19
4/1/19 - 6/30/19

7/1/19-9/30/19

Complete

Physical Parameters (PPS)

1 routine (RT) per quarter

Sampling Point (Sampling Point ID) Monitoring Period  Collection Period Compliance Status
Select from Inventory of Active Sampling Points 10/1/18-12/31/18 - Complete
1/1/19 - 3/31/19 Complete

4/1/19 - 6/30/19

7/1/19 - 9/30/19

Water System Facility: ENTRY POINT (WSF ID: 00700)

Nitrate And Nitrite (NOX)
Sampling Point (Sampling Point ID)

Monitoring Period

1 routine (RT) per year
Collection Period Compliance Status

ENTRY POINT (3)

1/1/18-12/31/18
1/1/19-12/31/19 -

1/1/20-12/31/20

Complete

Water Total Lead and
System Water System Facility Sampling Point Sampling Point Coliform Copper Stage
Facility ID ID Description Status Rule  Rule Tier Asbestos WQP 2 DBPR
00600 DISTRIBUTION SYSTEM 4 DISTRIBUTION SYSTEM A Y
DOWNSTREAM WITHIN 5 SERVICE CON A
UPSTREAM  WITHIN 5 SERVICE CON A
00700 ENTRY POINT 3 ENTRY POINT A
20155 WELL 2 WELL A
57121 TREATMENT PLANT
57147 PRESSURE TANK

Name Organization Job Title

Mr. Rupert A. Covey

Mailing Address Line One Mailing Address Line Two City State Zip Code
112 Lebanon Road Bethany CcT 06524

Business Phone Extension Fax

203-393-2975

Mobile Phone

Emergency Phone

Email Address

Contact Role(s): Legal Contact

NOTE: This information has been provided to help owners and operators of public water systems maintain compliance with drinking water quality monitoring requirements.
Any inaccuracies contained herein will not relieve the owner or operator of the requirement to maintain compliance with the applicable regulations.
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Connecticut Department of Public Health Drinking Water Section
Water Quality Monitoring and Compliance Schedule

PWS ID PWS Name Classification | Population |Owner Type | Primary Source
CT0080094 FIRST CHURCH OF CHRIST CONGREGATIONAL NC 25 P GW

Local Address (where applicable) Service Residential Commercial Industrial = Combined | Agricultural
511 AMITY ROAD Connections 1

Towns Served: BETHANY

Name Organization Job Title

Reverend Caroline K. Murphy 1St Church of Christ Cong

Mailing Address Line One Mailing Address Line Two City State Zip Code
511 Amity Road Bethany CcT 06524

Business Phone ‘ Extension Fax

203-393-3116

203-393-3116

Mobile Phone

Emergency Phone |Email Address

Contact Role(s): Administrative Contact

Please note the following:
1. The residual disinfectant concentration must be measured at the same location and time as each total coliform sample.

2. If a Collection Period is specified, all water quality samples must be collected during the specified period.

3. Depending on results, additional monitoring may be required (i.e. repeat or confirmation samples). This schedule is subject to change, and any related
correspondence sent by the DWS on or after the generation date of this schedule will have precedence over what is contained in this schedule.

If you have any questions, please contact the Drinking Water Section at (860) 509-7333.

http://www.ct.gov/dph/publicdrinkingwater

End of schedule

NOTE: This information has been provided to help owners and operators of public water systems maintain compliance with drinking water quality monitoring requirements.
Any inaccuracies contained herein will not relieve the owner or operator of the requirement to maintain compliance with the applicable regulations.

Schedule Generation Date: 4/11/2019
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Connecticut Department of Public Health Drinking Water Section
Water Quality Monitoring and Compliance Schedule

PWS ID PWS Name Classification | Population | Owner Type| Primary Source
CT0080144 CHRIST EPISCOPAL CHURCH NC 25 P GW

Local Address (where applicable) Service ‘Residential ‘Commercial‘ Industrial ‘ Combined ’Agricultural
526 AMITY ROAD Connections 1

Towns Served: BETHANY

Water System Facility: DISTRIBUTION SYSTEM (WSF ID: 00600)

Total Coliform (3100) 1 routine (RT) per quarter
Sampling Point (Sampling Point ID) Monitoring Period  Collection Period Compliance Status
Select from Inventory of Active Sampling Points 10/1/18 - 12/31/18 N o Complete ;

1/1/19-3/31/19 Complete

4/1/19 - 6/30/19

7/1/19-9/30/19

Physical Parameters (PPS) 1 routine (RT) per quarter
Sampling Point (Sampling Point ID) Monitoring Period  Collection Period Compliance Status
Select from Inventory of Active Sampling Points 10/1/18-12/31/18 Complete

1/1/19-3/31/19 ~ Complete

4/1/19 - 6/30/19
7/1/19 - 9/30/19

Water System Facility: ENTRY POINT (WSF ID: 00700)

Nitrate And Nitrite (NOX) 1 routine (RT) per year
Sampling Point (Sampling Point ID) Monitoring Period  Collection Period Compliance Status
ENTRY POINT (3) 1/1/18 - 12/31/18 Complete

1/1/19-12/31/19 Complete

1/1/20-12/31/20

Water Total Lead and
System Water System Facility Sampling Point Sampling Point Coliform Copper Stage
Facility ID ID Description Status Rule  Rule Tier Asbestos WQP 2 DBPR
00600 DISTRIBUTION SYSTEM 4 DISTRIBUTION SYSTEM A Y
DOWNSTREAM WITHIN 5 SERVICE CON A
UPSTREAM  WITHIN 5 SERVICE CON A
00700 ENTRY POINT 3 ENTRY POINT A
20159 WELL 2 WELL A

57220 PRESSURE STORAGE

Name Organization Job Title
Ms. Diane Prall Christ Episcopal Church Office Manager
Mailing Address Line One Mailing Address Line Two City State Zip Code
Office Manager 526 Amity Road Bethany CT 06524
Business Phone Extension Fax Mobile Phone | Emergency Phone |Email Address
203-393-3399 office@christchurchbethany.org

Contact Role(s): Administrative Contact

NOTE: This information has been provided to help owners and operators of public water systems maintain compliance with drinking water quality monitoring requirements.
Any inaccuracies contained herein will not relieve the owner or operator of the requirement to maintain compliance with the applicable regulations.
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Connecticut Department of Public Health Drinking Water Section
Water Quality Monitoring and Compliance Schedule

PWS ID PWS Name Classification | Population |Owner Type | Primary Source

CT0080144 CHRIST EPISCOPAL CHURCH NC 25 P GW

Local Address (where applicable) Service Residential Commercial Industrial = Combined | Agricultural

526 AMITY ROAD Connections 1

Towns Served: BETHANY

Name Organization Job Title

Mr. Matt Baker Christ Episcopal Church Junior Warden

Mailing Address Line One Mailing Address Line Two City State Zip Code
526 Amity Road Bethany CcT 06524

Business Phone ‘ Extension Fax

203-393-3399

Mobile Phone

Emergency Phone |Email Address
203-644-7551

office@christchurchbethany.org

Contact Role(s): Legal Contact

Please note the following:

1. The residual disinfectant concentration must be measured at the same location and time as each total coliform sample.

2. If a Collection Period is specified, all water quality samples must be collected during the specified period.

3. Depending on results, additional monitoring may be required (i.e. repeat or confirmation samples). This schedule is subject to change, and any related
correspondence sent by the DWS on or after the generation date of this schedule will have precedence over what is contained in this schedule.

If you have any questions, please contact the Drinking Water Section at (860) 509-7333.

http://www.ct.gov/dph/publicdrinkingwater

End of schedule

NOTE: This information has been provided to help owners and operators of public water systems maintain compliance with drinking water quality monitoring requirements.
Any inaccuracies contained herein will not relieve the owner or operator of the requirement to maintain compliance with the applicable regulations.

Schedule Generation Date: 4/11/2019
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Connecticut Department of Public Health Drinking Water Section
Water Quality Monitoring and Compliance Schedule

PWS ID PWS Name
CT0080154 119 AMITY ROAD

NC

Classification

Population |Owner Type
28 P

Primary Source
GW

Local Address (where applicable)
GRAND AVE PIZZA

Service

Connections

Residential ‘Commercial‘ Industrial ‘ Combined ’Agricultural

Towns Served: BETHANY

Water System Facility: DISTRIBUTION SYSTEM (WSF ID: 00600)

Total Coliform (3100)

1 routine (RT) per quarter

Sampling Point (Sampling Point ID) Monitoring Period  Collection Period Compliance Status
Select from Inventory of Active Sampling Points 10/1/18 - 12/31/18 Complete
1/1/19 - 3/31/19 Complete

4/1/19 - 6/30/19

7/1/19-9/30/19

Physical Parameters (PPS)

1 routine (RT) per quarter

Sampling Point (Sampling Point ID) Monitoring Period  Collection Period Compliance Status
Select from Inventory of Active Sampling Points 10/1/18-12/31/18 Complete
1/1/19 - 3/31/19 Complete

4/1/19 - 6/30/19

7/1/19 - 9/30/19

Water System Facility: ENTRY POINT (WSF ID: 00700)

Nitrate And Nitrite (NOX)

1 routine (RT) per year

Sampling Point (Sampling Point ID) Monitoring Period  Collection Period Compliance Status
ENTRY POINT (3) 1/1/18-12/31/18 Complete
1/1/19-12/31/19 Complete

1/1/20-12/31/20

Compliance Notice Public Notification PN Certification
Violation/Situation Period Tier Required  Performed | Due to DPH Received
Physical Parameters M&R Violation 7/1/04 - 9/30/04 3 12/20/2005 12/30/2005
Water Total Lead and
System Water System Facility Sampling Point Sampling Point Coliform Copper Stage
Facility ID ID Description Status Rule  Rule Tier Asbestos WQP 2 DBPR
00600 DISTRIBUTION SYSTEM 4 DISTRIBUTION SYSTEM A Y
DOWNSTREAM WITHIN 5 SERVICE CON A
UPSTREAM  WITHIN 5 SERVICE CON A
00700 ENTRY POINT 3 ENTRY POINT A
20160 WELL 2 WELL A

48182 ULTRAVIOLET DISINFECTION

Name Organization Job Title

Mr. Erwin A. Sickinger 119 Rt 63 Associates LLC Manager

Mailing Address Line One Mailing Address Line Two City State Zip Code
45 Banner Dr Milford CcT 06460

Mobile Phone
203-710-2700

Email Address
bannersys@aol.com

Business Phone Extension Emergency Phone

203-878-6524

Fax

NOTE: This information has been provided to help owners and operators of public water systems maintain compliance with drinking water quality monitoring requirements.
Any inaccuracies contained herein will not relieve the owner or operator of the requirement to maintain compliance with the applicable regulations.
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Connecticut Department of Public Health Drinking Water Section

Water Quality Monitoring and Compliance Schedule

PWS ID PWS Name Classification | Population |Owner Type | Primary Source
CT0080154 119 AMITY ROAD NC 28 P GW

Local Address (where applicable) Service Residential Commercial Industrial = Combined | Agricultural
GRAND AVE PIZZA Connections 2

Towns Served: BETHANY

Contact Role(s): Administrative Contact, Legal Contact, Owner

Please note the following:
1. The residual disinfectant concentration must be measured at the same location and time as each total coliform sample.

2. If a Collection Period is specified, all water quality samples must be collected during the specified period.

3. Depending on results, additional monitoring may be required (i.e. repeat or confirmation samples). This schedule is subject to change, and any related
correspondence sent by the DWS on or after the generation date of this schedule will have precedence over what is contained in this schedule.

If you have any questions, please contact the Drinking Water Section at (860) 509-7333.
http://www.ct.gov/dph/publicdrinkingwater

End of schedule

NOTE: This information has been provided to help owners and operators of public water systems maintain compliance with drinking water quality monitoring requirements.
Any inaccuracies contained herein will not relieve the owner or operator of the requirement to maintain compliance with the applicable regulations.

Schedule Generation Date: 4/11/2019
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Connecticut Department of Public Health Drinking Water Section
Water Quality Monitoring and Compliance Schedule

PWS ID PWS Name Classification |Population |Owner Type|Primary Source
CT0080204 TEDDY BS NC 25 P GW

Local Address (where applicable) Service Residential ‘Commercial‘ Industrial ‘ Combined ’Agricultural
136 AMITY ROAD Connections 1

Towns Served: BETHANY

Water System Facility: DISTRIBUTION SYSTEM (WSF ID: 00600)

Total Coliform (3100) 1 routine (RT) per quarter
Sampling Point (Sampling Point ID) Monitoring Period  Collection Period Compliance Status
Select from Inventory of Active Sampling Points 10/1/18 - 12/31/18 Complete

1/1/19-3/31/19 Complete

4/1/19 - 6/30/19
7/1/19-9/30/19

Physical Parameters (PPS) 1 routine (RT) per quarter
Sampling Point (Sampling Point ID) Monitoring Period  Collection Period Compliance Status
Select from Inventory of Active Sampling Points 10/1/18-12/31/18 Complete

1/1/19 - 3/31/19 Complete

4/1/19 - 6/30/19
7/1/19 - 9/30/19

Water System Facility: ENTRY POINT (WSF ID: 00700)

Nitrate (1040) 1 routine (RT) per quarter
Sampling Point (Sampling Point ID) Monitoring Period  Collection Period Compliance Status
ENTRY POINT (3) 10/1/18 - 12/31/18 Complete

1/1/19-3/31/19 Complete

4/1/19 - 6/30/19
7/1/19 - 9/30/19

Nitrite (1041) 1 routine (RT) per year
Sampling Point (Sampling Point ID) Monitoring Period  Collection Period Compliance Status
ENTRY POINT (3) 1/1/18-12/31/18 Complete

1/1/19-12/31/19 Complete

1/1/20-12/31/20

Compliance Schedule Activity Due Date Achieved Date
RESPOND TO SANITARY SURVEY 6/15/2011
RESPOND TO SANITARY SURVEY 7/13/2016
Compliance Notice Public Notification PN Certification

Violation/Situation Period Tier Required  Performed | Due to DPH Received
Physical Parameters M&R Violation 1/1/04 - 3/31/04 2 11/12/2004 11/22/2004
Total Coliform M&R Violation 1/1/04 - 3/31/04 2 11/12/2004 11/22/2004
Total Coliform M&R Violation 1/1/05 - 3/31/05 2 8/18/2005 8/28/2005

Water Total Lead and

System Water System Facility Sampling Point Sampling Point Coliform Copper Stage
Facility ID ID Description Status Rule  Rule Tier Asbestos WQP 2 DBPR

00600 DISTRIBUTION SYSTEM 4 DISTRIBUTION SYSTEM A Y

NOTE: This information has been provided to help owners and operators of public water systems maintain compliance with drinking water quality monitoring requirements.
Any inaccuracies contained herein will not relieve the owner or operator of the requirement to maintain compliance with the applicable regulations.
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Connecticut Department of Public Health Drinking Water Section
Water Quality Monitoring and Compliance Schedule

PWS ID PWS Name Classification |Population |Owner Type|Primary Source
CT0080204 TEDDY BS NC 25 P GW

Local Address (where applicable) Service Residential ‘Commercial‘ Industrial ‘ Combined ’Agricultural
136 AMITY ROAD Connections 1

Towns Served: BETHANY

Water Total Lead and
System Water System Facility Sampling Point Sampling Point Coliform Copper Stage
Facility ID ID Description Status Rule  Rule Tier Asbestos WQP 2 DBPR

DOWNSTREAM WITHIN 5 SERVICE CON A

UPSTREAM  WITHIN 5 SERVICE CON A
00700 ENTRY POINT 3 ENTRY POINT A
20164 WELL 2 WELL A
Name Organization Job Title
Mr. Theodore Bilis Bilisco, LLC Owner
Mailing Address Line One Mailing Address Line Two City State Zip Code
23 Wedgewood Dr. Watertown CcT 06795
Business Phone Extension Fax Mobile Phone | Emergency Phone |Email Address
203-393-1525

Contact Role(s): Administrative Contact, Legal Contact, Owner

Please note the following:
1. The residual disinfectant concentration must be measured at the same location and time as each total coliform sample.

2. If a Collection Period is specified, all water quality samples must be collected during the specified period.

3. Depending on results, additional monitoring may be required (i.e. repeat or confirmation samples). This schedule is subject to change, and any related
correspondence sent by the DWS on or after the generation date of this schedule will have precedence over what is contained in this schedule.
If you have any questions, please contact the Drinking Water Section at (860) 509-7333.

http://www.ct.qgov/dph/publicdrinkingwater

End of schedule

NOTE: This information has been provided to help owners and operators of public water systems maintain compliance with drinking water quality monitoring requirements.
Any inaccuracies contained herein will not relieve the owner or operator of the requirement to maintain compliance with the applicable regulations.
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Connecticut Department of Public Health Drinking Water Section
Water Quality Monitoring and Compliance Schedule

PWS ID PWS Name Classification | Population | Owner Type| Primary Source
CT0080214 WOODHAVEN COUNTRY CLUB NC 25 P GW

Local Address (where applicable) Service ‘Residential ‘Commercial‘ Industrial ‘ Combined ’Agricultural
275 MILLER ROAD Connections 1

Towns Served: BETHANY

Water System Facility: DISTRIBUTION SYSTEM (WSF ID: 00600)

Total Coliform (3100) 1 routine (RT) per quarter
Sampling Point (Sampling Point ID) Monitoring Period  Collection Period Compliance Status
Select from Inventory of Active Sampling Points 10/1/18 - 12/31/18 N o Complete ;

1/1/19-3/31/19 Complete

4/1/19 - 6/30/19

7/1/19-9/30/19

Physical Parameters (PPS) 1 routine (RT) per quarter
Sampling Point (Sampling Point ID) Monitoring Period  Collection Period Compliance Status
Select from Inventory of Active Sampling Points 10/1/18-12/31/18 Complete

1/1/19-3/31/19 ~ Complete

4/1/19 - 6/30/19
7/1/19 - 9/30/19

Water System Facility: ENTRY POINT (WSF ID: 00700)

Nitrate And Nitrite (NOX) 1 routine (RT) per year
Sampling Point (Sampling Point ID) Monitoring Period  Collection Period Compliance Status
ENTRY POINT (3) 1/1/18 - 12/31/18 Complete

1/1/19-12/31/19 Complete

1/1/20-12/31/20

Water Total Lead and
System Water System Facility Sampling Point Sampling Point Coliform Copper Stage
Facility ID ID Description Status Rule  Rule Tier Asbestos WQP 2 DBPR
00600 DISTRIBUTION SYSTEM 4 DISTRIBUTION SYSTEM A Y
DOWNSTREAM WITHIN 5 SERVICE CON A
UPSTREAM  WITHIN 5 SERVICE CON A
00700 ENTRY POINT 3 ENTRY POINT A
20165 WELL 2 WELL A

56258 PRESSURE STORAGE

Name Organization Job Title
Mr. Paul Falcone Woodhaven Country Club
Mailing Address Line One Mailing Address Line Two City State Zip Code
343 Miller Road Bethany CT 06524
Business Phone Extension Fax Mobile Phone | Emergency Phone |Email Address
203-393-3230

Contact Role(s): Administrative Contact, Legal Contact, Owner

NOTE: This information has been provided to help owners and operators of public water systems maintain compliance with drinking water quality monitoring requirements.
Any inaccuracies contained herein will not relieve the owner or operator of the requirement to maintain compliance with the applicable regulations.
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Connecticut Department of Public Health Drinking Water Section
Water Quality Monitoring and Compliance Schedule

PWS ID PWS Name Classification | Population |Owner Type | Primary Source
CT0080214 WOODHAVEN COUNTRY CLUB NC 25 P GW

Local Address (where applicable) Service Residential Commercial Industrial = Combined | Agricultural
275 MILLER ROAD Connections 1

Towns Served: BETHANY

Please note the following:
1. The residual disinfectant concentration must be measured at the same location and time as each total coliform sample.

2. If a Collection Period is specified, all water quality samples must be collected during the specified period.

3. Depending on results, additional monitoring may be required (i.e. repeat or confirmation samples). This schedule is subject to change, and any related
correspondence sent by the DWS on or after the generation date of this schedule will have precedence over what is contained in this schedule.

If you have any questions, please contact the Drinking Water Section at (860) 509-7333.

http://www.ct.qov/dph/publicdrinkingwater

End of schedule

NOTE: This information has been provided to help owners and operators of public water systems maintain compliance with drinking water quality monitoring requirements.
Any inaccuracies contained herein will not relieve the owner or operator of the requirement to maintain compliance with the applicable regulations.

Schedule Generation Date: 4/11/2019
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Connecticut Department of Public Health Drinking Water Section
Water Quality Monitoring and Compliance Schedule

PWS ID PWS Name Classification | Population | Owner Type| Primary Source
CT0081084 COUNTRY CORNER DINER LLC NC 32 P GW

Local Address (where applicable) Service Residential ‘Commercial ‘ Industrial ‘ Combined ’Agricultural
756 AMITY ROAD Connections 1

Towns Served: BETHANY

Water System Facility: DISTRIBUTION SYSTEM (WSF ID: 00600)

Total Coliform (3100) 1 routine (RT) per month
Sampling Point (Sampling Point ID) Monitoring Period  Collection Period Compliance Status
Select from Inventory of Active Sampling Points 11/1/18 - 11/30/18 N o Complete ;

12/1/18 - 12/31/18 Complete
1/1/19-1/31/19 Complete
2/1/19 -2/28/19 ~ Complete
3/1/19 - 3/31/19 Complete

4/1/19 - 4/30/19
5/1/19 - 5/31/19
6/1/19 - 6/30/19
7/1/19 -7/31/19
8/1/19 - 8/31/19
9/1/19 - 9/30/19
10/1/19 - 10/31/19

Physical Parameters (PPS) 1 routine (RT) per month
Sampling Point (Sampling Point ID) Monitoring Period  Collection Period Compliance Status
DISTRIBUTION (4) 11/1/18 - 11/30/18 Complete

12/1/18-12/31/18 Complete
1/1/19-1/31/19 Complete
2/1/19 - 2/28/19 Complete
3/1/19-3/31/19 ~ Complete

4/1/19 - 4/30/19
5/1/19 -5/31/19
6/1/19 - 6/30/19
7/1/19 -7/31/19
8/1/19 - 8/31/19
9/1/19 - 9/30/19
10/1/19 - 10/31/19

Water System Facility: ENTRY POINT (WSF ID: 00700)

Nitrate And Nitrite (NOX) 1 routine (RT) per year
Sampling Point (Sampling Point ID) Monitoring Period  Collection Period Compliance Status
ENTRY POINT (3) 1/1/18-12/31/18 Complete

1/1/19-12/31/19 Complete

1/1/20-12/31/20

Compliance Schedule Activity Due Date Achieved Date
RESPOND TO SANITARY SURVEY 7/13/2016

Compliance Notice Public Notification PN Certification
Violation/Situation Period Tier Reanuired Porfanrmed | Due tn DPH  Rereived

NOTE: This information has been provided to help owners and operators of public water systems maintain compliance with drinking water quality monitoring requirements.
Any inaccuracies contained herein will not relieve the owner or operator of the requirement to maintain compliance with the applicable regulations.
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Connecticut Department of Public Health Drinking Water Section
Water Quality Monitoring and Compliance Schedule

PWS ID PWS Name Classification | Population | Owner Type| Primary Source
CT0081084 COUNTRY CORNER DINER LLC NC 32 P GW
Local Address (where applicable) Service Residential ‘Commercial ‘ Industrial ‘ Combined ’ Agricultural
756 AMITY ROAD Connections 1
Towns Served: BETHANY
. e
REVISED TOTAL COLIFORM RULE (RTCR) 4/19/18 - 3 6/30/2018 7/10/2018
REVISED TOTAL COLIFORM RULE (RTCR) TT Violation 4/19/18 - 2 6/30/2018 7/10/2018
Total Coliform M&R Violation 5/1/18 -5/31/18 3 9/10/2019 9/20/2019
Total Coliform M&R Violation 4/1/18 - 4/30/18 3 9/10/2019 9/20/2019
Water Total Lead and
System Water System Facility Sampling Point Sampling Point Coliform Copper Stage
Facility ID ID Description Status Rule  Rule Tier Asbestos WQP 2 DBPR
00600 DISTRIBUTION SYSTEM 4 DISTRIBUTION A
DOWNSTREAM WITHIN 5 SERVICE CON A
UPSTREAM  WITHIN 5 SERVICE CON A
00700 ENTRY POINT 3 ENTRY POINT A
52012 WELL1 2 WELL 1 A

Name Organization Job Title
Mr. Syrja T. Topciu Country Corner Diner
Mailing Address Line One Mailing Address Line Two City State Zip Code
756 Amity Road Bethany CcT 06524
Business Phone Extension Fax Mobile Phone | Emergency Phone |Email Address
203-393-1489 203-393-1525 203-509-9964

Contact Role(s): Administrative Contact, Legal Contact, Owner

Please note the following:
1. The residual disinfectant concentration must be measured at the same location and time as each total coliform sample.
2. If a Collection Period is specified, all water quality samples must be collected during the specified period.

3. Depending on results, additional monitoring may be required (i.e. repeat or confirmation samples). This schedule is subject to change, and any related
correspondence sent by the DWS on or after the generation date of this schedule will have precedence over what is contained in this schedule.
If you have any questions, please contact the Drinking Water Section at (860) 509-7333.

http://www.ct.qgov/dph/publicdrinkingwater

End of schedule

NOTE: This information has been provided to help owners and operators of public water systems maintain compliance with drinking water quality monitoring requirements.
Any inaccuracies contained herein will not relieve the owner or operator of the requirement to maintain compliance with the applicable regulations.
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Connecticut Department of Public Health Drinking Water Section
Water Quality Monitoring and Compliance Schedule

PWS ID PWS Name Classification |Population |Owner Type|Primary Source
CT0081094 STEVES DELI NC 102 P GW

Local Address (where applicable) Service Residential ‘Commercial‘ Industrial ‘ Combined | Agricultural
710 AMITY ROAD Connections 1

Towns Served: BETHANY

Total Coliform (3100) 1 routine (RT) per quarter
Sampling Point (Sampling Point ID) Monitoring Period  Collection Period Compliance Status
Select from Inventory of Active Sampling Points 10/1/18 - 12/31/18 Complete

1/1/19 - 3/31/19 Complete

4/1/19 - 6/30/19
7/1/19-9/30/19

Physical Parameters (PPS) 1 routine (RT) per quarter
Sampling Point (Sampling Point ID) Monitoring Period  Collection Period Compliance Status
Select from Inventory of Active Sampling Points 10/1/18-12/31/18 Complete

1/1/19 - 3/31/19 Complete

4/1/19 - 6/30/19
7/1/19 - 9/30/19

Nitrate And Nitrite (NOX) 1 routine (RT) per year
Sampling Point (Sampling Point ID) Monitoring Period  Collection Period Compliance Status
ENTRY POINT (3) 1/1/18 -12/31/18 Complete

1/1/19-12/31/19 Complete

1/1/20-12/31/20

Compliance Schedule Activity Due Date Achieved Date
RESPOND TO SANITARY SURVEY 8/13/2017
Compliance Notice Public Notification PN Certification
Violation/Situation Period Tier Required  Performed | Due to DPH  Received
Total Coliform MCL Violation 7/1/14 -9/30/14 2 10/25/2014 11/4/2014
E. Coli M&R Violation 8/21/14 - 8/26/14 3 11/21/2015 12/1/2015
System Water System Facility Sampling Point Sampling Point Coliform Copper Stage
Facility ID ID Description Status Rule  Rule Tier Asbestos WQP 2 DBPR
00600 DISTRIBUTION SYSTEM 4 DISTRIBUTION A
DOWNSTREAM WITHIN 5 SERVICE CON A
UPSTREAM  WITHIN 5 SERVICE CON A
00700 ENTRY POINT 3 ENTRY POINT A
52303 WELL1 2 WELL 1 A

Name Organization Job Title

Mr. Raymond Wily
Mailing Address Line One Mailing Address Line Two City ‘State‘ Zip Code

NOTE: This information has been provided to help owners and operators of public water systems maintain compliance with drinking water quality monitoring requirements.
Any inaccuracies contained herein will not relieve the owner or operator of the requirement to maintain compliance with the applicable regulations.
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Connecticut Department of Public Health Drinking Water Section

Water Quality Monitoring and Compliance Schedule

PWS ID
CT0081094

PWS Name
STEVES DELI

Owner Type
2]

Primary Source
GW

Local Address (where applicable)

710 AMITY ROAD

Classification |Population
NC 102
Service Residential |Commercial Industrial
Connections 1

Combined | Agricultural

Towns Served: BETHANY

708 Amity Road

Bethany

o

06524

Business Phone ‘ Extension

203-393-2326

Fax

Mobile Phone

Emergency Phone |Email Address

203-393-2326

Contact Role(s): Administrative Contact, Legal Contact, Owner

Please note the following:

1. The residual disinfectant concentration must be measured at the same location and time as each total coliform sample.

2. If a Collection Period is specified, all water quality samples must be collected during the specified period.

3. Depending on results, additional monitoring may be required (i.e. repeat or confirmation samples). This schedule is subject to change, and any related
correspondence sent by the DWS on or after the generation date of this schedule will have precedence over what is contained in this schedule.

If you have any questions, please contact the Drinking Water Section at (860) 509-7333.
http://www.ct.gov/dph/publicdrinkingwater

End of schedule

NOTE: This information has been provided to help owners and operators of public water systems maintain compliance with drinking water quality monitoring requirements.
Any inaccuracies contained herein will not relieve the owner or operator of the requirement to maintain compliance with the applicable regulations.

Schedule Generation Date: 4/11/2019
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Connecticut Department of Public Health Drinking Water Section
Water Quality Monitoring and Compliance Schedule

PWS ID PWS Name Classification |Population |Owner Type|Primary Source
CT0081104 BETHANY VOLUNTEER FIRE DEPT HQ NC 25 L GW

Local Address (where applicable) Service Residential ‘Commercial ‘ Industrial ‘ Combined ’ Agricultural
765 AMITY ROAD Connections 1

Towns Served: BETHANY

Water System Facility: DISTRIBUTION SYSTEM (WSF ID: 00600)

Total Coliform (3100) 1 routine (RT) per quarter
Sampling Point (Sampling Point ID) Monitoring Period  Collection Period Compliance Status
Select from Inventory of Active Sampling Points 10/1/18 - 12/31/18 Complete

1/1/19-3/31/19 Complete

4/1/19 - 6/30/19
7/1/19-9/30/19

Physical Parameters (PPS) 1 routine (RT) per quarter
Sampling Point (Sampling Point ID) Monitoring Period  Collection Period Compliance Status
Select from Inventory of Active Sampling Points 10/1/18-12/31/18 Complete

1/1/19 - 3/31/19 Complete

4/1/19 - 6/30/19
7/1/19 - 9/30/19

Water System Facility: ENTRY POINT (WSF ID: 00700)

Nitrate And Nitrite (NOX) 1 routine (RT) per year
Sampling Point (Sampling Point ID) Monitoring Period  Collection Period Compliance Status
ENTRY POINT (3) 1/1/18 - 12/31/18 Complete

1/1/19-12/31/19
1/1/20-12/31/20

Compliance Schedule Activity Due Date Achieved Date
RESPOND TO SANITARY SURVEY 8/22/2012
RESPOND TO SANITARY SURVEY 8/13/2017
Water Total Lead and
System Water System Facility Sampling Point Sampling Point Coliform Copper Stage
Facility ID ID Description Status Rule  Rule Tier Asbestos WQP 2 DBPR
00600 DISTRIBUTION SYSTEM 004 DSR A Y
4 DISTRIBUTION A
DOWNSTREAM WITHIN 5 SERVICE CON A
UPSTREAM  WITHIN 5 SERVICE CON A
00700 ENTRY POINT 3 ENTRY POINT A
53256 WELL1 2 WELL 1 A

53260 PRESSURE TANK

Name Organization Job Title

Ms. Derrylyn Gorski Bethany First Selectman

Mailing Address Line One Mailing Address Line Two City State Zip Code

Town Hall 40 Peck Road Bethany CcT 06524
Business Phone Extension Fax Mobile Phone | Emergency Phone |Email Address

NOTE: This information has been provided to help owners and operators of public water systems maintain compliance with drinking water quality monitoring requirements.
Any inaccuracies contained herein will not relieve the owner or operator of the requirement to maintain compliance with the applicable regulations.
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Connecticut Department of Public Health Drinking Water Section

Water Quality Monitoring and Compliance Schedule

PWS ID PWS Name Classification | Population |Owner Type | Primary Source
CT0081104 BETHANY VOLUNTEER FIRE DEPT HQ NC 25 L GW
Local Address (where applicable) Service Residential Commercial Industrial = Combined | Agricultural
765 AMITY ROAD Connections 1
Towns Served: BETHANY

203-393-2100 | 203-393-0821 | 203-415-0031 |dgorski@bethany-ct.com

Contact Role(s): Administrative Contact, Legal Contact

Please note the following:
1. The residual disinfectant concentration must be measured at the same location and time as each total coliform sample.

2. If a Collection Period is specified, all water quality samples must be collected during the specified period.

3. Depending on results, additional monitoring may be required (i.e. repeat or confirmation samples). This schedule is subject to change, and any related
correspondence sent by the DWS on or after the generation date of this schedule will have precedence over what is contained in this schedule.

If you have any questions, please contact the Drinking Water Section at (860) 509-7333.

http://www.ct.qov/dph/publicdrinkingwater

End of schedule

NOTE: This information has been provided to help owners and operators of public water systems maintain compliance with drinking water quality monitoring requirements.
Any inaccuracies contained herein will not relieve the owner or operator of the requirement to maintain compliance with the applicable regulations.

Schedule Generation Date: 4/11/2019
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Connecticut Department of Public Health Drinking Water Section
Water Quality Monitoring and Compliance Schedule

PWS ID PWS Name Classification |Population |Owner Type|Primary Source
CT0081124 VETERANS MEMORIAL PARK PAVILLION NC 25 L GW

Local Address (where applicable) Service Residential ‘Commercial‘ Industrial ‘ Combined ’Agricultural
265 BEACON ROAD Connections 1

Towns Served: BETHANY

Water System Facility: DISTRIBUTION SYSTEM (WSF ID: 00600)

Total Coliform (3100) 1 routine (RT) per quarter
Sampling Point (Sampling Point ID) Monitoring Period  Collection Period Compliance Status
Select from Inventory of Active Sampling Points 10/1/18 - 12/31/18 Complete

4/1/19 - 6/30/19
7/1/19-9/30/19

Physical Parameters (PPS) 1 routine (RT) per quarter
Sampling Point (Sampling Point ID) Monitoring Period  Collection Period Compliance Status
Select from Inventory of Active Sampling Points 10/1/18 - 12/31/18 Complete

4/1/19 - 6/30/19
7/1/19 - 9/30/19

Water System Facility: ENTRY POINT (WSF ID: 00700)

Nitrate And Nitrite (NOX) 1 routine (RT) per year
Sampling Point (Sampling Point ID) Monitoring Period  Collection Period Compliance Status
ENTRY POINT (3) 1/1/18 - 12/31/18 Complete

1/1/19-12/31/19
1/1/20-12/31/20

Compliance Schedule Activity Due Date Achieved Date
SEASONAL START UP COMPLETION 5/1/2019
Compliance Notice Public Notification PN Certification
Violation/Situation Period Tier Required  Performed | Due to DPH Received
Physical Parameters M&R Violation 5/1/18 -5/31/18 3 9/11/2019 9/21/2019
Water Total Lead and
System Water System Facility Sampling Point Sampling Point Coliform  Copper Stage
Facility ID ID Description Status Rule  Rule Tier Asbestos WQP 2 DBPR
00600 DISTRIBUTION SYSTEM 4 DISTRIBUTION SYSTEM A
DOWNSTREAM WITHIN 5 SERVICE CON A
UPSTREAM  WITHIN 5 SERVICE CON A
00700 ENTRY POINT 3 ENTRY POINT A
57720 WELL1 2 WELL 1 A

Name Organization Job Title
Ms. Derrylyn Gorski Bethany First Selectman
Mailing Address Line One Mailing Address Line Two City State Zip Code
Town Hall 40 Peck Road Bethany CcT 06524
Business Phone Extension Fax Mobile Phone | Emergency Phone |Email Address
203-393-2100 203-393-0821 203-415-0031 |dgorski@bethany-ct.com

NOTE: This information has been provided to help owners and operators of public water systems maintain compliance with drinking water quality monitoring requirements.
Any inaccuracies contained herein will not relieve the owner or operator of the requirement to maintain compliance with the applicable regulations.
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Connecticut Department of Public Health Drinking Water Section

Water Quality Monitoring and Compliance Schedule

PWS ID PWS Name Classification | Population |Owner Type | Primary Source
CT0081124 VETERANS MEMORIAL PARK PAVILLION NC 25 L GW

Local Address (where applicable) Service Residential Commercial Industrial = Combined | Agricultural
265 BEACON ROAD Connections 1

Towns Served: BETHANY

Contact Role(s): Administrative Contact, Legal Contact

Name Organization Job Title

Town of Bethany

Mailing Address Line One Mailing Address Line Two City State Zip Code

40 Peck Rd Bethany CT 06524

Business Phone ‘ Extension

Fax

Mobile Phone

Emergency Phone |Email Address

Contact Role(s): Owner

Please note the following:

1. The residual disinfectant concentration must be measured at the same location and time as each total coliform sample.

2. If a Collection Period is specified, all water quality samples must be collected during the specified period.

3. Depending on results, additional monitoring may be required (i.e. repeat or confirmation samples). This schedule is subject to change, and any related
correspondence sent by the DWS on or after the generation date of this schedule will have precedence over what is contained in this schedule.

If you have any questions, please contact the Drinking Water Section at (860) 509-7333.
http://www.ct.gov/dph/publicdrinkingwater

End of schedule

NOTE: This information has been provided to help owners and operators of public water systems maintain compliance with drinking water quality monitoring requirements.
Any inaccuracies contained herein will not relieve the owner or operator of the requirement to maintain compliance with the applicable regulations.

Schedule Generation Date: 4/11/2019
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Connecticut Department of Public Health Drinking Water Section
Water Quality Monitoring and Compliance Schedule

PWS ID PWS Name Classification |Population |Owner Type|Primary Source
CT0081134 BETHANY MART NC 100 P GW

Local Address (where applicable) Service Residential ‘Commercial‘ Industrial ‘ Combined ’Agricultural
6 SARGENT DRIVE Connections 1

Towns Served: BETHANY

Water System Facility: DISTRIBUTION SYSTEM (WSF ID: 00600)

Total Coliform (3100)

1 routine (RT) per quarter

Sampling Point (Sampling Point ID) Monitoring Period  Collection Period Compliance Status
Select from Inventory of Active Sampling Points 10/1/18 - 12/31/18 Complete
1/1/19 - 3/31/19 Complete

4/1/19 - 6/30/19

7/1/19-9/30/19

Physical Parameters (PPS)

1 routine (RT) per quarter

Sampling Point (Sampling Point ID) Monitoring Period  Collection Period Compliance Status
Select from Inventory of Active Sampling Points 10/1/18-12/31/18 Complete
1/1/19 - 3/31/19 Complete

4/1/19 - 6/30/19

7/1/19 - 9/30/19

Water System Facility: ENTRY POINT (WSF ID: 00700)

Nitrate And Nitrite (NOX)

1 routine (RT) per year

Sampling Point (Sampling Point ID) Monitoring Period  Collection Period Compliance Status
ENTRY POINT (3) 1/1/18-12/31/18 Complete
1/1/19-12/31/19 Complete

Compliance Schedule Activity

1/1/20-12/31/20

Due Date

Achieved Date

RESPOND TO SANITARY SURVEY

4/8/2015

Water
System Water System Facility

Sampling Point Sampling Point

Total
Coliform Copper

Lead and
Stage

Facility ID ID Description Status Rule  Rule Tier Asbestos WQP 2 DBPR
00600 DISTRIBUTION SYSTEM 4 DISTRIBUTION SYSTEM A
DOWNSTREAM WITHIN 5 SERVICE CON A
UPSTREAM  WITHIN 5 SERVICE CON A
00700 ENTRY POINT 3 ENTRY POINT A
59515 WELL1 2 WELL 1 A

59519 BLADDER TANK

Name Organization Job Title
Mr. Mukesh Patel
Mailing Address Line One Mailing Address Line Two City State Zip Code
2 Woodsman Hill Road Wallingford CcT 06492
Business Phone Extension Fax Mobile Phone | Emergency Phone |Email Address
203-284-7844 203-435-3730 \mike42059@usa.com

Contact Role(s): Administrative Contact, Legal Contact, Owner

NOTE: This information has been provided to help owners and operators of public water systems maintain compliance with drinking water quality monitoring requirements.
Any inaccuracies contained herein will not relieve the owner or operator of the requirement to maintain compliance with the applicable regulations.
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Connecticut Department of Public Health Drinking Water Section
Water Quality Monitoring and Compliance Schedule

PWS ID PWS Name Classification | Population |Owner Type | Primary Source
CT0081134 BETHANY MART NC 100 P GW

Local Address (where applicable) Service Residential Commercial Industrial = Combined | Agricultural
6 SARGENT DRIVE Connections 1

Towns Served: BETHANY

Please note the following:
1. The residual disinfectant concentration must be measured at the same location and time as each total coliform sample.

2. If a Collection Period is specified, all water quality samples must be collected during the specified period.

3. Depending on results, additional monitoring may be required (i.e. repeat or confirmation samples). This schedule is subject to change, and any related
correspondence sent by the DWS on or after the generation date of this schedule will have precedence over what is contained in this schedule.

If you have any questions, please contact the Drinking Water Section at (860) 509-7333.
http://www.ct.gov/dph/publicdrinkingwater

End of schedule

NOTE: This information has been provided to help owners and operators of public water systems maintain compliance with drinking water quality monitoring requirements.
Any inaccuracies contained herein will not relieve the owner or operator of the requirement to maintain compliance with the applicable regulations.

Schedule Generation Date: 4/11/2019
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